Installation and Operation Manual Addendum:

Bosch Communicating Thermostats

Models: TSTBT4H2CP Series

BOSCH

Displaying Equipment Service Message History In the example below, a FrA alarm occurred at 8:32AM 47

days ago.
To display the last message, Press in the key area shown
in gray. To view previous messages, use the Up and Down
keys. The time of day and the number of days since the Yy @
alarm occurred is displayed. .' (
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alarm messages. Messages 99 days or older will be shown
as 99.

The example below shows a LP1 alarm occurred at
10:22PM 3 days ago.
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